Thank you for choosing Mitsubishi Electric Graphic Operation Terminal (GOT).

For use, please read both this manual and detailed manual thoroughly to fully understand the product.

1. OVERVIEW

1.1. Product Overview

GOT2000/GOT1000 Series CC-Link IE Field Network Communication Unit

User’s Manual
GT15-JT1GF13-T2

1.2. Product Features

1.2.1. Features of the GOT

1.2.2. Features of the Communication Unit

1.2.3. Features of the Connextion Manual

1.3. Applications

1.3.1. Applications of the GOT

1.3.2. Applications of the Communication Unit

1.3.3. Applications of the Connextion Manual

1.4. Relevancy of the Manuals

1.4.1. GOT Manuals

1.4.2. Communication Unit Manuals

1.4.3. Connextion Manual

1.5. Installation

1.5.1. Installation for GOT

1.5.2. Installation for Communication Unit

1.5.3. Installation for Connextion Manual

1.6. Troubleshooting

1.6.1. Troubleshooting for GOT

1.6.2. Troubleshooting for Communication Unit

1.6.3. Troubleshooting for Connextion Manual

1.7. Warranty

1.7.1. Warranty for GOT

1.7.2. Warranty for Communication Unit

1.7.3. Warranty for Connextion Manual

1.8. Limitation

1.8.1. Limitation for GOT

1.8.2. Limitation for Communication Unit

1.8.3. Limitation for Connextion Manual

1.9. Compliance

1.9.1. Compliance for GOT

1.9.2. Compliance for Communication Unit

1.9.3. Compliance for Connextion Manual

2. SPECIFICATIONS

2.1. Communication Unit

2.1.1. Communication Unit

2.1.2. Communication Unit Absolute Values

2.2. GOT

2.2.1. GOT

2.2.2. GOT Absolute Values

2.3. Connextion Manual

2.3.1. Connextion Manual

2.3.2. Connextion Manual Absolute Values

3. PART NAMES AND EXTERNAL DIMENSIONS

3.1. GOT 2115-JT1GF13-T2

3.2. Extension Interface Relay Board

3.3. LED Indicator Board

3.4. Communication Unit

3.5. Connextion Manual

4. INSTALLATION PROCEDURE

4.1. Installation Procedure

4.2. Communications Unit Installation

4.3. GOT Installation

4.4. Connextion Manual Installation

5. PRECAUTIONS FOR WIRING CABLES

5.1. Precautions for Wiring Cables

5.2. Precautions for GOT WIRING Cables

5.3. Precautions for Communication Unit WIRING Cables

5.4. Precautions for Connextion Manual WIRING Cables

6. DISPOSAL OF WIRING CABLES

6.1. Disposal of Wiring Cables

7. PACKING LIST

7.1. Packing List

8. NOW ON FOCUS

8.1. Now on Focus

9. CONTACTS

9.1. Contacts

10. INDEX

10.1. Index